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ADDENDUM TO
CONTRACT DOCUMENTS
AND SPECIFICATIONS

WASTEWATER TREATMENT PLANT UPGRADE
FOR THE
CITY OF BREAUX BRIDGE, LA

ADDENDUM NO. 3 March23, 2023

The following items shall take precedence over referenced to counterparts in_the specifications,
contract drawings and any other documents in conflict herewith.

Item No. 1

Item No. 2

Item No. 3

Item No. 4

Item No. 5

Item No. 6

Item No. 7

Refer to the Contract Drawings, Sheet E1: Include 2” conduit with pull string from
control bldg. to existing CLECO utility pole. Route with 4” conduit indicated by
Overall electrical plan keynote #3. Cap 6 above grade on both ends.

Refer to the Contract Drawings, Sheet E2: Delete tradiorantenna indicated by
keynote 30. Provide new cellular wirgless internet router in control panel at control
building, Sierra Wireless RV55 LTE*A Prowith power supply. Set cellular antenna
on wood pole indicated by keynote 10, Sicrraswireless Shark fin 3-in-1 panel, and
run cable in 1” conduit to new cellular router at control panel. Provide cable
extensions as necessary. Provide with albrequired licenses for up to one year for
owner’s use.

Refer to the Contract Drawings, Sheet E2: Provide Additional wet rated cat 6 cable
in conduit indicated by keynote 9. "Medbus connection for control of PTZ.

Contractor shall provide upgrade and integrate new VT Scada system software
version tol2¢g1.x into owners _existing SCADA system at City of Breaux Bridge
water plant on Washington street. Establish all new equipment tags and camera
views and controls.

Referto the Contract Drawings, Sheet E1: Remove existing wood pole supporting
existing secondary overhead cabling to control building. Pole not indicated on
drawings. Contractot shall visit site to verify scope.

Refer to the Contract Drawings, Sheet E3: Contractor to remove two existing wood
poles with electrical panels. (Old existing electrical services located near existing
CLECO utility pole indicated by contact chamber keynote 1. Each service is served
from “an existing overhead secondary cable. Offer existing panels to owner.
Dispose of all equipment owner does not want. Contractor shall visit site prior to
bid to verify scope. See attached exhibit E.

Refer to the Contract Drawings, Sheet E3: Locate new chlorine contact chamber
service rack approximately 15 to 20 feet to the north of where indicated on the
plans. (Closer to road). Verify exact location with engineer during construction
prior to rough in. See attached exhibit E.



Item No.

Item No.

Item No.

Item No.

Item No.

Item No.

8

9

10

11

12

13

Refer to the Contract Drawings, Sheet E3: Provide two new 120V 20A circuits from
panel CC (3-#12 each) to existing aeration motors located approximately near the
new sensor indicated by contact chamber keynote 12 on the plan. Set new 20A GEI
outlet in bell box with metallic “In Use” cover on small Unistrut rack secured to
existing concrete structure to extend outlets up to approximately 6 feet aboye top
of structure. Connect to spare 20A breakers in panel CC. Verify outlet height with
engineer during construction. Contractor shall visit site prior to bid.te,verity
scope.CC-6, CC-8 See attached exhibit E.

Refer to the Contract Drawings, Sheet E3: Provide new 120V 20A cireuit from
panel CC (3-#12) to existing lift motor located approximately.adjacent middle of
north side of Lift Tank Motor. Connect to existing controller at unit. Connect to
spare 20A breaker in panel CC. CC-10 See attached exhibit E.

Refer to the Contract Drawings, Sheet E3: Radar sensors indicated by contact
chamber keynotes 12 & 16 shall be Vegapuls 31 in lieu of Vega Plus 31 indicated.
(Plan Typo).

Remove existing electrical panel Z and associated wiring.” Offer existing panel to
owner. Dispose of all equipment owner:does not want. Contractor shall visit site
prior to bid to verify scope. Cut existing metal rack down flush with concrete.
Contractor shall visit site prior to bid to verify'seope, See attached exhibit E.

Refer to the Contract Drawings, (Sheet El: Entry Access Gate Electrical Plan
Keynote 9: Provide 7-#14awg and two 1-pair 18awg twisted shield cable in 17
conduit indicated.

Refer to the Contract Drawings, Sheet ES: Panel PS riser Diagram: Access panel
shall be new not existing as indicated. New control panel shall conform to
specification section 16400A.
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